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Abstract—Bitumen tanks were tested to investigate the capa-
bility of industrial heating loads to provide frequency response to
an electric power system. A decentralized control algorithm was
developed enabling the tanks to alter their power consumption
in proportion to the variations of grid frequency. The control
maintains the normal operation of tanks and causes little impact
on their primary function of storing hot bitumen. Field investiga-
tions were undertaken on 76 tanks with power ratings from 17 to
75 kW. Amodel of a population of controlled tanks was developed.
The behavior of the tanks was compared between the simulations
and the ﬁeld tests. The model of controlled tanks was then in-
tegrated with a simpliﬁed Great Britain power system model. It
was shown that the controlled tanks were able to contribute to the
grid frequency control in a manner similar to and faster than that
provided by frequency-sensitive generation.
Index Terms—Demand response, dynamic control, electric
power system, frequency response, industrial bitumen tanks,
smart grid.
I. INTRODUCTION
F REQUENCY indicates the balance between generationand demand in a power system on a second-by-second
basis. In the Great Britain (GB) power system, the steady
state limits of frequency are Hz [1]. Conventionally,
control of frequency is mainly achieved by scheduling sufﬁ-
cient frequency-sensitive generators. The GB Grid Code [2]
requires that all large generating stations, power park modules,
and HVDC interconnectors should be capable of providing
frequency response services. Following a loss of generation,
primary response halts the frequency fall in 10 s and lasts for
another 20 s. Secondary response is fully available in 30 s
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and is sustained for 30 min to restore frequency. For a loss
of demand, high frequency response limits the frequency rise
within 10 s and then restores frequency to 50 Hz.
Balancing generation and demand in the GB power system
will become more difﬁcult as the generation mix changes to-
wards 2020 [3]. Integration of renewable energy sources that
are connected by power electronic converters will reduce in-
ertia of the power system and so changes in frequency will be-
come more rapid. Thus, a faster frequency response is needed
to compensate for this reduction of inertia. For an “abnormal
loss” of generation up to 1320 MW (which has been increased
to 1800 MW from April 2014), the maximum drop in frequency
should not be greater than 0.8 Hz and should be restored to
49.5 Hz within 1 min. It will be costly to use partly loaded con-
ventional generators to provide frequency response. The cost of
holding frequency response in the GB power system was es-
timated to be £160 million per year based on the price of fre-
quency response in 2009 [4].
Demand is an alternative means of managing grid frequency.
Present operational practice of the GB power system allows
demand, mainly the contracted large industrial loads such as
steelworks [5], to be disconnected automatically by a low-fre-
quency relay typically set at 49.7 Hz. If the frequency continues
to drop below 48.8 Hz, as an emergency measure, demand on
the public distribution networks will be disconnected automat-
ically at stages to prevent shutdown of the power system [2].
Such load shedding is activated only for a large frequency fall
and requires manual reconnections after the frequency recovery.
Time-ﬂexible demand is not critical as to when the electrical
energy is consumed [6]. Thus, power consumption of such de-
mand is able to be time-shifted. The work in [7] developed a
grid-friendly control to shift power consumption of domestic
appliances during the peak-demand period. The direct control of
thermostatically controlled loads such as water heaters to pro-
vide regulating services according to signals sent by the system
operator was developed in [8] and [9]. The feasibility of using
time-ﬂexible loads to assist or even replace spinning reserves
was discussed in [10]. Dynamic response from domestic loads
such as refrigerators to provide frequency response was inves-
tigated in [11] and [12]. The general idea of these papers was
to allow the pre-set temperature range of loads to vary with
the deviation of frequency. If frequency drops, the temperature
set-points of refrigerators will be increased and the refrigerators
are switched off earlier.
However, there are still challenges for demand response, as
discussed in [13]—especially that demand control reduces the
diversity of loads. The lack of load diversity may cause the loads
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Fig. 1. Conventional temperature control of one bitumen tank.
Fig. 2. Local control scheme of one bitumen tank.
to be switched again simultaneously after the provision of fre-
quency response. This will cause a second disturbance of grid
frequency. In addition, variations of temperature set-points of
thermal loads may cause the internal temperature of a load to be
outside its normal range.
II. CONTROL OF BITUMEN TANKS
A. Temperature Control of Bitumen Tanks
Liquid bitumen is stored in large, well-insulated tanks. A
heater uses a hysteresis control shown in Fig. 1 to maintain the
temperature in the tank within a low set-point ( , typically
150 C) and a high set-point ( , typically 180 C). Change
of the ON/OFF state of a heater occurs if temperature in the tank
reaches or . A tank has a typical power consumption
of 40 kW when its heater is ON.
B. Use of Bitumen Tanks for Grid Frequency Control
An additional controller was added to the conventional tem-
perature control as shown in Fig. 2. The frequency control of
each tank measures the grid frequency ( ) and generates state
signals ( and ) by comparing with two trigger fre-
quencies ( and ). If is above , is 1. The
tank will be triggered ON by the frequency rise. If is below
, is 0. The tank will then be triggered OFF by the fre-
quency drop.
Initially, and are generated randomly using a uni-
form distribution within a given range. is in the range of
50–50.5 Hz and 49.5–50 Hz. The trigger frequencies de-
termine the sequence in which tanks are switched. Following
a frequency rise, tanks are switched ON starting from the one
which has an closest to 50 Hz. Conversely, following a
frequency drop, tanks are switched OFF starting from the one
which has an closest to 50 Hz. The more the frequency
deviates from 50 Hz, the more tanks respond.
TABLE I
TRUTH TABLE OF LOGIC GATES OF FIG. 2
C. Integrated Control
The integrated control scheme for both temperature and grid
frequency control is also shown in Fig. 2. The temperature
control measures the temperature ( ) of a tank and generates
state signals ( ). The frequency control measures the grid
frequency ( ) and generates state signals ( and ). The
ﬁnal switching signal ( ) to the heater is then determined
by the state signals , and according to Table I. “1”
represents the “ON-state” and “0” represents the “OFF-state.”
For a rise in frequency, if rises higher than , then
is 1 and is 1 as shown in rows 1–2 of Table I. The tank is
then switched ON ( ).
Conversely, for a drop in frequency, if drops lower than
, the tank is switched OFF ( in rows 3-4 of
Table I and ).
If is between and , the tank follows the tempera-
ture control ( gives and in
rows 5-6 of Table I and ).
Rows 7–8 of Table I are not feasible states because cannot
be lower than and higher than simultaneously.
To avoid frequent switching actions which may damage the
heater, a minimum ON/OFF time of around 25 s is applied to
each tank.
D. Update of and
and are updated based on measurements of the
present frequency and the previous frequency sample
. The sampling time interval ( ) of measuring the grid fre-
quency was 200 ms.
To illustrate the reason of updating , three tanks are
chosen as examples as shown in Fig. 3. In Fig. 3(a), re-
mains unchanged, while in Fig. 3(b) is updated with .
Conventional control of a load in response to frequency is
shown in Fig. 3(a). Tank 1 has at 49.9 Hz, Tank 2 has
at 49.8 Hz, and Tank 3 has at 49.6 Hz. When
drops, Tank 1 is switched OFF followed by Tank 2. When
starts to recover and rises towards 50 Hz, Tank 2 reverts back
ON at followed by Tank 1 at . This implies that Tank 1,
which was the ﬁrst to be switched OFF, is reconnected last.
Moreover, Tank 3 is not switched at all since remains
lower than . Tank 1 is without energy for a long time while
Tank 3 provides no response to the frequency drop. The fre-
quency response from the three tanks is uneven. Tanks with a
lower provide reduced frequency response.
The dynamic load control shown in Fig. 3(b) was imple-
mented in order to maintain an even distribution of switch
requests amongst all tanks. is updated with the recovery
of following the rules listed in Table II.
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Fig. 3. Dynamic update of trigger frequency of three tanks during a drop of frequency. (a) Conventional direct load control with constant . (b) Dynamic
load control with varying .
TABLE II
UPDATE OF TRIGGER FREQUENCY
• When is above 50 Hz, remains unchanged (1).
• When is dropping or constant below 50 Hz, re-
mains unchanged (2).
• When is rising but is below 50 Hz, is updated
towards 50 Hz by adding the variations of given by (3).
If reaches 50 Hz, is then reset to 49.5 Hz by
subtracting 0.5 Hz (4). This makes the lowest trigger
frequency. is then greater than which triggers the
tank to revert back ON.
The effect of such update is shown in Fig. 3(b). Tank 1 is the
ﬁrst to be switched ON because reaches 50 Hz ﬁrst and
is re-set to 49.5 Hz at . Tank 1 is switched ON at instead
of due to the minimum OFF-time ( ) of 25 s. Comparing
the OFF-time of Tank 1 to that in Fig. 3(a), the loss of energy to
Tank 1 is reduced signiﬁcantly.
Tank 2 is switched ON at . Its OFF-time is also shorter than
that in Fig. 3(a).
Tank 3 has a low initial and was not switched OFF at
the ﬁrst drop of . However, when the second frequency drop
occurs, Tank 3 is switched OFF as has been updated to
be greater than . Tank 3 is then reconnected at . Compared
to Fig. 3(a), Tank 3 provides additional frequency response.
By updating , the response of tanks is made more sensi-
tive to the variations of grid frequency. This is shown by com-
paring the curve of total power consumption in Fig. 3(b) to that
in Fig. 3(a). The tanks are controlled to recover starting from
TABLE III
UPDATE OF TRIGGER FREQUENCY
the one that was the ﬁrst to be disconnected. All tanks have an
equal opportunity to provide frequency response and the shift
of their heating cycle is minimized.
The trigger frequency is updated using a similar method
which follows the rules listed in Table III.
The dynamic control method presented in Section II-D pro-
vides a novel way to control the power consumption of tanks
in response to frequency deviations by continuously updating
the trigger frequencies, which gives equal opportunity to tanks
to respond to frequency events. This method allows the aggre-
gated demand to provide frequency response in a manner sim-
ilar to the droop control of conventional large generators and
hence enables the quantiﬁcation of the amount of frequency re-
sponse from demand. The uncertainty in demand response is
also reduced.
III. MODELING OF BITUMEN TANKS AND THE GB
POWER SYSTEM
A. Modeling of Bitumen Tanks
The heat transfer process of a tank is shown in Fig. 4(a). Its
heat supply rate (W) and heat loss rate (W) are
(9)
(10)
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Fig. 4. Heat transfer and temperature of a bitumen tank with an ON period of
150 min and OFF period of 300 min. (a) Heat transfer process of a bitumen tank.
(b) Internal temperature of a bitumen tank with the ON period of 150 min and
OFF period of 300 min.
where (W) is the power consumption of the heater, is the
heater state ( if heater is ON and if heater is
OFF), (Wm K ) is the overall heat transfer coefﬁcient,
(m ) is the area of the tank, (K) is the internal temperature of
the tank and (K) is the outside temperature.
The net rate of heat transfer (W) is
(11)
Heat transfer results in a change of temperature (K) inside
the tank. The relationship between the net rate of heat transfer
and the rate of internal temperature changes is
(12)
where (Jkg K ) is the speciﬁc heat capacity of the tank
and (kg) is the mass.
Equations (9)–(12) are combined to obtain a ﬁrst-order dif-
ferential equation for the internal temperature
(13)
Equation (13) has two possible solutions depending on the
heater state . For instance, for a tank with an ON-period of
150 min and OFF-period of 300 min as given in Fig. 4(b), the
two solutions of (13) for its internal temperature are
(14)
(15)
A thermodynamic model of the tank was developed using (14)
and (15).
Fig. 5(a) shows the heating and cooling of a tank. The tank
is switched ON at its low set-point B and its temperature fol-
lows the curve BC. Conversely, the tank is switched OFF at C
and follows the curve CD. However, a tank may be switched
ON/OFF at an intermediate temperature. In Fig. 5(a) the tank
heater is ON at Point A. If the heater remains ON, the tem-
perature will follow the curve AC for a time until
is reached at C. Alternatively, if the heater is switched OFF at
A, the temperature will follow the curve AE. is deﬁned
as the time for the temperature to reach at E. A similar
process occurs when a tank is initially OFF at point F as shown
in Fig. 5(b).
The minimum value of is zero and occurs when the tem-
perature reaches . The maximum value of is the total
ON-state period when the temperature reaches . Sim-
ilarly, the range of is from zero to .
Based on Fig. 5, for a tank with known ON and OFF periods,
a pair of and are calculated for different temperatures
using the inverse functions of (14) and (15). For each , the
calculated pair of and is plotted by a cross in Fig. 6(a).
Using the curve ﬁtting function “cftool” in MATLAB, a semi-
circle relationship of and is obtained. The analytical
expression is shown in
(16)
(17)
and were measured on two 40-kW and two 25-kW
real tanks at different times of a day. Test results were used to
validate the thermodynamic model through the relationship in
(16) and (17). At different temperatures of one tank, a pair of
and was measured by recording the time of the tank
to remain ON and remain OFF. The measured and at
each temperature were then depicted by a cross in Fig. 6(b) in
which the measurements of a 40-kW tank is shown. The rela-
tionships in (16) and (17) were conﬁrmed by the ﬁeld measure-
ments in Fig. 6(b). By comparing Fig. 6(a) and (b), it is clear
that the relationship of and , shown in (16) and (17),
matches closely with both the thermodynamic model and the
ﬁeld measurements.
A simpliﬁed curve-ﬁt model was also developed. The varia-
tion of the internal temperature with time was modeled directly
through the variations of and as shown in Table IV for
all possible thermal states. is the time step. Equation (19)
was obtained based on (17) and (20) was based on (16).
Simulations using the thermodynamic model based on
(14) and (15) and the curve-ﬁt model based on equations in
Table IV were undertaken in MATLAB/Simulink. Both models
simulated the normal operating cycle of 500 tanks over 10
h with a simulation time step of 1 s. In the thermodynamic
model, a different initial temperature was assigned to each
tank by randomizing the starting time in (14) and (15) in
order to reﬂect the diversity amongst tanks. In the curve-ﬁt
model, the initial in Table IV was assigned randomly in
the range of 0 to and in the range of 0 to . The
value of was distributed randomly within its measured
range of 42–180 min and within its measured range of
60–480 min. Table V shows a comparison of the actual time it
took to run the simulation with each model.
The curve-ﬁt model shows a faster computational speed than
the thermodynamic model. Therefore, the curve-ﬁt model was
used for the studies in this paper.
The simpliﬁed curve-ﬁt model of tanks is able to reﬂect the
thermodynamics of a tank accurately. The modelling method
avoids the acquisition of physical parameters such as the heat
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Fig. 5. Diagram of and at any temperature of a bitumen tank. (a) Heating and cooling of a bitumen tank at ON state. (b) Heating and cooling of a
bitumen tank at OFF state.
Fig. 6. Relationship of and of a bitumen tank ( is normalized with and is normalized with ). (a) and calculated using
the thermodynamic model (14) and (15). (b) and of ﬁeld measurements.
TABLE IV
AND OF THE CURVE-FIT MODEL
coefﬁcient, thermal mass and size of tanks. The only informa-
tion required is the ON/OFF period of the tanks which is easily
obtained through ﬁeld measurements. The method can be ap-
plied to the modelling of other load types for which thermody-
namic models are otherwise essential.
B. Simplified GB Power System Model
A simpliﬁed GB power system model for the study of power
system frequency response was developed based on [14], [15]
and is shown in Fig. 7.
The inertia constant of the power system was 6.5 s. It
was estimated based on a frequency incident which occurred on
September 30, 2012 [16]. A failure of an interconnector caused a
loss of approximately 1000 MW of generation. System demand
at the time of incident was 33 702MW. The effect of frequency-
dependent loads in the power system is lumped into a damping
constant which was set at 1.0 pu [15].
The GB Grid Code requires all generators to have governor
droop settings of 3%–5% [2] for the provision of primary re-
sponse. Depending on the system demand level, some genera-
tors are also required to provide secondary response instructed
by the system operator. Therefore, the generation system was
modeled by two lumped generators (G1, G2). G1 represents
generators that provide only primary response while G2 rep-
resents generators that provide both primary and secondary re-
sponse. In themodel shown in Fig. 7, was set to 0.8 indicating
that 80% of generators provide secondary response.
The model of G1 includes a governor deadband ( 15 mHz
[2]). The governor droop for the primary response is repre-
sented by a gain of . The time constant of the governor
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TABLE V
COMPUTATIONAL SPEED OF THE THERMODYNAMIC MODEL AND THE CURVE-FIT MODEL FOR SIMULATING THE NORMAL OPERATING CYCLE OF 500 TANKS
OVER 10 H
Fig. 7. Simpliﬁed GB power system model.
TABLE VI
PARAMETERS OF G1 AND G2 IN THE SIMPLIFIED POWER SYSTEM MODEL
(SYSTEM BASE WAS 33 702 MW)
is . For stable performance of the frequency control, a tran-
sient droop compensator with time constants and is placed
[15]. Themechanical power is generated considering the turbine
time constant . All of the parameters used in Fig. 7 are shown
in Table VI.
The model of G2 is similar to that of G1. However, to model
its provision of secondary response, an extra integral control
loop was added to restore the grid frequency to 50 Hz.
IV. FIELD TESTS ON TANKS DURING LARGE FREQUENCY
DISTURBANCES
A series of ﬁeld tests were undertaken in July 2013 by Open
Energi, a commercial aggregator providing demand response
services to the GB system operator. The tests were carried out
on 76 tanks with power ratings from 17 to 75 kW. Each tank
was equipped with the dynamic load control that is described
in Section II. For the tests, the power system frequency input
of the tank controllers was replaced by two proﬁles of power
system frequency. One proﬁle represented a frequency rise to
50.5 Hz, with the other standing for a frequency drop to 49.2 Hz.
The proﬁles were applied 15 times. The power consumption of
the 76 tanks was measured during 15 frequency injections and
aggregated to obtain the frequency response for a population of
1140 tanks (15 76). The test results are shown in Figs. 8 and
9 for the frequency rise and in Figs. 10 and 11 for the frequency
drop.
The tank model presented in Section III-A was used to sim-
ulate the ﬁeld tests. The two frequency proﬁles were applied to
an aggregated simulation model of 1140 tanks. The aggregated
Fig. 8. Response of the 1140 tanks to the frequency rise.
Fig. 9. Response of the 1140 tanks 30 min after the frequency rise.
Fig. 10. Response of the 1140 tanks to the frequency drop.
power consumption of the modeled tanks was compared with
that of the tested tanks as shown in Figs. 8–11.
As can be seen, the simulation and ﬁeld test results show
a similar power consumption of tanks upon frequency distur-
bances. The slight mismatches were caused by different initial
states of the tested and the modeled tanks and the randomization
of and in their frequency controller.
Fig. 8 shows that the power consumption of tanks increased
immediately following the frequency rise. The delay of tanks
to be switched measured in the ﬁeld tests was 0.7 s. This is
faster than the governor response of generators (fully deliv-
ered in 5–10 s). After the frequency rise, tanks reverted back
to the previous OFF state following the recovery of frequency
as shown in Fig. 9. Fig. 10 shows that some tanks with ON state
were switched OFF during the frequency drop. After the fre-
quency drop, tanks reverted back ON following the frequency
recovery as shown in Fig. 11.
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Fig. 11. Response of the 1140 tanks 30 min after the frequency drop.
Most low-frequency tests were carried out at around 2 AM.
Some tank owners increased the low-temperature set-point of
their tanks to maintain the internal temperature at a high level
overnight in order to take advantage of the low electricity price
(a low electricity tariff is available during British Summer
Time 1:30 AM – 8:30 AM). However, each tank has a max-
imum number of switching events allowed per hour to avoid
frequent switching actions which may damage the heater. This
maximum number was determined in consultation with tank
owners and typically lies in the range of four to ten switching
events per hour. The manually increased low temperature
set-points overnight caused these tanks to be switched ON
and OFF more frequently and hence reached the maximum
number of switching events. Such tanks were unavailable for
low frequency response during the ﬁeld test. This can be seen
in Fig. 10 that power consumption of some tanks did not drop
to zero when the frequency dropped to 49.2 Hz.
Power consumption of the tanks was below the pre-event
level all of the time when frequency was lower than 50 Hz. At
around 800 s, the power consumption returned to the pre-event
level. As a result of increasing the low-temperature set-point set
by tank owners overnight, a number of tanks were switched ON.
Therefore, after the frequency drop, these tanks were switched
ON whilst the price of electricity was still low.
At any given time of day, the temperature of a tank is deter-
mined by its usage, which is different amongst a population of
tanks. The inherent thermodynamics of a tank indicates that tank
temperature keeps varying with time and hence the ON/OFF
state. Therefore, it is unlikely that all tanks are heated up to the
maximum temperature at the same time. Following a frequency
event, the dynamic control method presented in Section II fa-
cilitates the maintenance of the diversity of tank temperature
and ON/OFF state. Therefore, a consistent level of frequency
response is usually available. However, for continuously repet-
itive and severe frequency incidents, the response from tanks
may be reduced due to their temperature constraints.
The availability of tanks to provide frequency response at dif-
ferent times of day was measured through ﬁeld investigations
carried out by Open Energi as reported in [16]. Approximately
20% of tanks are able to provide low-frequency response during
the night, and 5% of tanks are able to provide low-frequency re-
sponse during the day.
V. CASE STUDIES ON THE GB POWER SYSTEM
Case studies were undertaken considering 5000 tanks con-
nected to the GB power system. The tank model is shown in
Fig. 12. Variation of grid frequency with of 6.5 s.
Fig. 13. Change of power output ( ) of generators and power consumption
of tanks with of 6.5 s.
Fig. 14. Power consumption of tanks 30 min after the frequency drop with
of 6.5 s.
Section III-A. Each tank model was equipped with the dynamic
load control that is described in Section II. The power consump-
tion of each tank was 40 kW. The GB power system model is
given in Fig. 7.
A. First Case Study
The ﬁrst case study was carried out at a low system demand
of 20 GW representing a summer night. The system inertia used
was 6.5 s when considering the current GB power system and
3.1 s to represent a future power system with much generation
and load connected through inverters [17].
A loss of 1320 MW of generation was applied to the model
at 90 s ( 0.066 pu in Fig. 7). The simulation results
are shown in Figs. 12–15.
Figs. 12–14 show simulation results with the system inertia
6.5 s. Fig. 12 shows the frequency after the loss of generation.
Fig. 13 shows the change of power output of generators (see
the left axis) and the power consumption of tanks (see the right
axis). It can be seen the power consumption of tanks reduced
almost immediately following the frequency drop. Because the
simulation started at 0 s and ended at 30 min, the maximum
number of switching events per hour was not reached. There-
fore, the power consumption of the tanks dropped to zero as
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Fig. 15. Variation of grid frequency with of 3.1 s.
TABLE VII
PARAMETERS OF GB MODEL FOR THE SECOND CASE STUDY(SYSTEM BASE
WAS 41 GW)
shown in Fig. 13. With the change of load of 72 MW from
the 5000 tanks, the maximum drop of grid frequency reduced
0.05 Hz (from 49.34 to 49.39 Hz). The increase in the power
output of generators was also reduced.
When the frequency started to recover, the tanks that had been
disconnected were not reconnected immediately. These tanks
remained OFF for the minimumOFF-time of around 25 s before
they were reconnected. Fig. 14 shows the increase in the power
of tanks (see the left axis) following the rise of frequency (see
the right axis) during the recovery of frequency.
Fig. 15 shows the drop of frequency with the system inertia
3.1 s. With the change of tank power from the 5000 tanks, the
maximum drop of frequency reduced 0.08 Hz (from 49.08 to
49.16 Hz).
B. Second Case Study
The second case study was carried out considering a multiple
loss of generators. The case study was based on a severe fre-
quency incident that occurred in the GB power system on May
28th 2008 [4]. The event was mainly caused by the unrelated
consecutive loss of two generators (345 MW and 1237 MW)
within 2 min. The system demand at that time was 41 GW.
To obtain a frequency proﬁle similar to that of the loss of the
two generators in the incident, the parameters of the GB model
in Fig. 7 were set as shown in Table VII.
The number of tank models connected to the GB model was
5000, and each tank had a power rating of 40 kW. The ﬁrst loss
of generation of 345 MW was applied to the GB model at 90
s and the second loss of generation of 1237 MW was added at
185 s. Simulation results are given in Figs. 16–18.
Fig. 16 shows the drop of grid frequency after the ﬁrst and
second loss of generation. Fig. 17 shows the change of power
output of generators (see the left axis) and the power of tanks
(see the right axis). The power consumption of tanks reduced
by 20 MW following the loss of 345 MW generation. After the
loss of 1237-MW generation, the load of tanks reduced by a
further 60 MW. The ﬁnal frequency was 49.22 Hz compared
with 49.19 Hz experienced without the tank response. The
Fig. 16. Variation of grid frequency.
Fig. 17. Change of power output ( ) of generators and the power of tanks.
Fig. 18. Power of tanks after the drop of frequency.
change of power output of the frequency-sensitive generators
also decreased.
When frequency started to recover, tanks were not recon-
nected before frequency returned to above 49.5 Hz at 380 s. This
was because the trigger frequency of tanks (in Section II) was
set in the range of 49.5–50 Hz. When frequency returned to a
value higher than 49.5 Hz, tanks were reconnected in sequence
following the rise of frequency.
Fig. 18 shows the power of tanks (see the left axis) and
the grid frequency (see the right axis). The lost thermal en-
ergy of tanks during the period of sustained low frequency
(80 s–30 min) was restored gradually after the incident
(30–180 min).
C. Third Case Study
The third case study was undertaken by connecting the tank
models to a detailed whole GB transmission system model
which is at present used by the GB transmission system oper-
ator, National Grid plc. The schematic diagram of the detailed
GB transmission system model can be found in [19]. Twelve
models representing the distribution networks are connected to
the GB transmission system model. There are 11 792 buses in
the whole GB system model.
An aggregated tank model is connected to a 33-kV bus-bar
in each of the 12 distribution network models. The number of
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TABLE VIII
NUMBER OF TANKS IN EACH DISTRIBUTION NETWORKS
Fig. 19. Variation of grid frequency after the loss of generation.
Fig. 20. Power reduction of tanks at different locations in the detailed GB trans-
mission system model.
tanks in each distribution network is listed in Table VIII, which
was obtained based on the number of electricity customers in
different areas. Each tank is assumed to have a power rating of
40 kW.
A loss of generation of 4 GW was applied at 2 s. System de-
mand was approximately 53 GW. Simulations were also carried
out using the simpliﬁed GB power system model as presented
in Section III-B for comparison with the same number of tank
models given in Table VIII being connected. Simulation results
are shown in Figs. 19 and 20.
Fig. 19 shows the drop of grid frequency after the genera-
tion loss and Fig. 20 shows the changes in the power drawn by
tanks at different locations. It can be seen that tanks at different
locations provided frequency response in proportion to the fre-
quency deviation. In addition, the location of tanks showed little
impact on the frequency response they provided. Fig. 19 also
shows that the behavior of grid frequency of the simpliﬁed GB
power systemmodel was similar to that of the detailed GB trans-
mission system model.
VI. CONCLUSION
A decentralized frequency controller for bitumen tanks was
developed to allow the tanks to alter their power consumption
in proportion to the deviations of grid frequency. Each tank
has an equal opportunity to be switched on/off and respond to
frequency deviations. The frequency control does not interfere
with the original control and hence temperature of the tanks.
Field tests were undertaken to validate the frequency con-
trol of tanks. An aggregated model of tanks equipped with the
frequency control was developed and veriﬁed against the ﬁeld
tests. The tank model behaved similarly to the tanks in the ﬁeld
tests.
The tank model was then integrated into a simpliﬁed GB
power systemmodel. Case studies showed that, following a loss
of generation, the deviations of grid frequency were reduced
with immediate load change of tanks. The power taken from
frequency-sensitive generators was also decreased.
The load change of 72 MW from tanks was small in the
context of the GB power system. However, if such frequency
control is employed on other types of loads, their contribution
of reducing the frequency deviations will be considerable. The
control of loads in this way will provide an effective means
of frequency response service currently provided mainly by
the frequency-sensitive generation. Furthermore, the faster
load change following the frequency deviations will yield
further beneﬁt in the future power system where there will be a
reduction of system inertia.
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